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LABORATORY CENTER
Dia chl: 56 lA, dudng Dftc Thing, P. Dric Thing, Q. Bic Tir Liem, Hn NOi

Address: No.lA, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
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PHIEU KET QUA THU NGHIEM
TEST REPORT

S6/No: 0423.05-79
l. T€n mdu/ Nqueofsample: DAt ngudn TAi xi nghiep c6p nudc An Thi
2. TOn khiich hdng/ iV atl?e of customer: C6ng ty C6 phi n nurlc s4ch H ung YGn

3. Dia chi khiich hdng/ Address of custouer: 56 3 du'dng TO Hi€u, Phutr'ng L0 Lq i, Thinh lhii Hung y€n, Tinh Hung YGn,
Viet Nam

4. Md tri n6u/ Description: Mdu dUng trong I chai 1 lit ri'didu kien thudng
5. Ngdy nhdn mAu/ Date ofreceiving: 05/0412023

6. Nguoi ldy/grii miu I Sonple taking: TrAn Thanh Xuin
7. Thdi gian thli nghi1m/ Testing time: 05104/2023 - 1710412023

8. K6t qua thri nghiernl Test results:

TT TCn chi tieu
Charucleislic

Phuo ng ph6p thiif
Tesl ntelltod

Don vi
Unit

K€t quii
Result

Gifi hen t6i da cho
phdp

Resulsr limit
I Arsenic (A5;{-) SMEWW 31138:2017 mg/L KPH (LOD=0,0006) 0,01

2. CIo du tu do(-)
SMEWW 4500 Cl

G:20l7
mg/L 0,25 0,2-1,0

3. D6 dlrc (-) TCVN 6184-1996 NTU <0,2 2

4" Mdu sac Cdm quan Kh6ng mdu Khong mau

5. Miii vi C6m quan Kh6ng c6 miri vi la Kh6ng co miri vi la

6. PHe) TCVN 6492:201I pH 7,t 6,0-8,5

7. E. coll') TCVN 6187-l:2019 CFU/100m1 KPH <l

8. LOlr1ornl tong so' ' TCVN 6187-l:2019 CFU/100m1 KPH <3

Ghi chti:
Gi6i hqn kji da cha phdp hpc quy dinh theo QCVN 0l- 1:2019/ByT (Quy chudn lg tuQt Quiic gia t i chiit hqng rutdc sqch sir dlrng cho mtlc
dlch sinh hoqt),
KPH: Kh6ngph hien, kit qui nhd hcrn gidi hqn phdt hiQn cin phtutng pkip,
I OD. Gioi hqn phdt hi(n cin phwtng phdp.
Cdc chi eu ddnh dtitr o ld chi ti6u dtqc c6ng nhQn ISO/IEC 17025:2017.

KHOA KIEM NGHIEM
THUC PHAM - Mdr rnu'o-Nc

Quiin lf ki thu$t

HdNQi, ngay lT.thdng 04 ndm 2023
GIAM DOC

Ths. Nguy6n Phuong Thoa Ths. Vii Thi Cric

l.
2.

3.
4.

- \t\r-
Cdc kdl qua rhi nghrem ghi uong phieu nay chi co gid tri d6i voi mau Lhu nghiem,/ Tesr.resul!s are valrd for the submitted sarnple(s) only.
Khdng dugc nich ddn mot phen phieu Ler qud thu nBhiem neu kidng co su ddng y bang van btu cua Truong Dai hoc Y d cdng cang/
The telr report must nol be r€produced wilhout thc wT itten appJoval of HUPH.
Ten mdu, tdn kiiich hdng dugc ghi $eo yeu ceu cid noi grli matl/ Naine ofsample(s) and customer are written as customer's r€quest.
Phi6u k6r qua nay dugc larn thanh 02 ba,n: 01 ban tri cho khdch herE, 0l b6n Iuu tai don vi tht nghien/The test results are printed in 02
documents; 0l document is given to customer; 0l document is stored at the testing organization.

TAM xfT NGHIEM

HPL.BM.TT I8/OI Lin ban hdnh: 2 Soet xdt: 5/05.06.2021 Trang:
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TRUONG DAI HOC Y TE CONG CONG
TRUNG TAM XET NGHIEM

LABORATORY CENTER
Dla chi: 56 1A, tlrong Dric Thiing, P. Dr?c Thing, Q. Bic Tir LiGm, HA NQi

Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, HaNoi City
Phone: (84-4) 62733370; Hotline: (+84) 968668 I 98 Website: http://labo.huph.edu.vn
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PHIEU KET QUA THU NGHIEM
TEST REPORT

l.Tc,n mdlJl Naneofsanple: Giiua nguiin tqi nhir 6ng L0 Xu6n Mii. Dla chi:
2. T6n khrich hdng/Name ofcusto ter: Cdng ty C6 phlin nu'6c sech Hu'ng Y0n
3. Dia chi kh6ch hangl Address of custo,nrer. 56 3 dudng TO HiQu, Phudng L0 Lg'i, Thinh ph6 Hung y0n, Tinh Hung YCn,

Viet Nam
4. M6 td mAu/ Description: l4iu aIUng trong I chai 1 lit 0 tli6u kiQn thudng
5. Ngdy nhdn miu/ Date ofreceiying: 0510112023

6. Nguoi l6y/gni mdu Sanple taking; Trin Thanh Xuin
7. Thdi gian thu nghilm/ Testing tine: 05104/2023 - 1710412023

8. Kitt qua tht nghiCm/ Test results:

. SiStNo: 0423.05-80
ph6 Nguy6n Trung Ngqn, TT An Thi, Hung YOn

TT Ton chi tiou
Clwacteristic

Phuong ph6p thi'
Tesl metltod

Don v!
Unil

K6t qu6
Result

Gi6i h4n t6i tla cho
ph€p

Resular limit
l Arsenic (As)(-) SMEWW 3l 13 B:2017 mc/L KPH (LOD=o,ooo6) 0,01

2. Clo du tu do(")
SMEWW 4500 Cl

G:2017
mg/L 0,21 0,2-1,0

D0 duc (-) TCVN 6184-1996 NTU <0,2 2

4. Mdu sic Cam quan Khdng mdu Kh6ng mdu

5. Mni vi Crim quan Kh6ng c6 miri v! la Kh6ng c6 mii vi la

6. pH(-) TCVN 6492:2011 pH 7,6 6,0-8,5

1. E. coli() TCVN 6187- I :2019 CFU/100m1 KPH <l
8. Coliform t6rg s6(-) TCVN 6t87-l:2019 CFU/100m1 KPH <3

Ghichti:
Gi6i hqn ii da cho phdp drpc qu-v dinh rheo QCW a l- I :2018/BfT lOuy chuan lg thuQt Quiic gia vi chilt luqng nrde sqch si d4ng cln m4c
dich sinh hoat),
KPH: Khd g ph hien, kit qui nhd tutn gi6i hqn phdt hiQn ctia phuong phdp,
LOD. Gicti hon phdt Itiqn cia phu<tng phdp,
t ac cll tiiu dinh ddu' ' lit ch tieu dwrc cong nlia ISO IEC 1-0)5:2017.

KHOA KIEM NGHIEM
THUC PHAM - M6r TRUONG

Quen ly ky thuat

HitNQi, ngdy 17, thdng 04 ndm 2023
GIAM DOC

Ths, Nguy5n Phuong Thoa Ths, Vn Th! Cric

1.
2.

3.

Cac kal qua th, nghlem ghi Eong phrdu nay chi co gia rri ddi voi mau !hri nghid.rn/ Test.results are \ alid for the submrned sample(s) onl)
Khdng duoc nich dan mot phdn phieu ket qua $i nghiem neu k-hdng co su ddng y beng lan ban cua Trudng Dai hQc Y lC cdng cong/
The tesr repon must nol be reproduced wrlhoul lhe trrrlren apploral ofHllPH.
Ten_mdu. ten Mdch hanB duqc ghi theo yCu cau cUd noi gri,i mau/ Name ofsample(s) and customer arc uritten as customer's request.
The tasr repon must nol be reproduced wrlhoul lhe trrrlren appro
Ten miiu, ten Urdch hang duqc ghi iheo )Cu ceu cud noi gui mau
Phi€u keL qua ney dugc lam lhanh 02 ban 0l bdr ra cho khachPhiiiu k6i qu3. ndy afuqc'fam ihailh 02 bin: O I b.an ra c ho khach. hang" 0I ban liru iai don vi rht nghien/The t€st r€sults are printed in 02

0l document is siven to

iTBUNG T

XET NGHI

TAM xfT NGHIEM

TS. DEng Th6 Hung

I{PL.BM.TT 18i01 Ldn ban hdnh: 2 So6t xdt 5/05.06.2021 Trcng:

-IL.-
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TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dla chi: 56 1A, tluong Erlc Thdng, P. Dric Thing, Q. Bic Tir LiOm, Hn NOi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, HaNoi City

Phone: (84-4) 621 33370; Hotline: (+84) 9686681 98 Website: http://labo.huoh.edu.vn
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PHIEU KET QUA THU NGHIE,M
TEST REPORT

SA,Otu: 0423.05-81
l.TAnmdu/ Name ofsample: Cu6i nguiin tgi hQ GD Le xuen Dinh. Dla chi: ph6 Bni Thi Cric, TT An Thi, Hung yen
2. T€n kh6ch hdng/Name of custon?er: C0ng ty C6 phdn nudc s4ch Hu.ng Y€n
3. Dia chi khrich hdng/ Address of custonrer: Sii 3 tlud'ng T0 HiQu, Phudng LG L9i, Thirnh ph6 Hu.ng y6n, Tinh Hung YCn,

ViQt Nam
4. M0 td nriu/ Description: l.Iau dvngtrong 1 chai l lit d tliilu kiQn thud.ng
5. Ngdy nhfrn mAu/ Date ofreceiving: 0510412023

6. Ngudi lAylgti m5:u,l Sanple taking: Trdn Thanh Xu6n
7. Thdi gian thri nghi€tn/ Testing time: 0510412023 - 1110412023

8. Ktlt qud thri nghi€m/ Test results:

TT TOn chi ti€u
Clmrocteistic

Phuo ng ph6p thi
Tesl method

Don v!
Util

K6t qun
Result

Gi6i h?n t6i da cho
phdp

Resulu limit
I Arsenic (As)(') SMEWW 3l l38:2017 mg/L KPH (LOD=0,0006) 0,01

2. CIo du tu do(')
SMEWW 4500 Cl

G:2017
mg/L 0,31 0,2-1,0

3. D0 duc (' TCVN 6 r 84-1996 NTU <0,2 2

4. Mdu sic C6m quan Kh6ng miru Kh6ns mdu

5. Mni vi Ctm quan Kh6ng c6 mti vi 14 Klt6ng c6 mti vi 14

6. pH(! TC\N 6492:201 1 pH 1\ 6,0-8,5
'7. 11. coll ' TCVN 6187- l:2019 CFU/l00ml KPH <1

8. L Otrrorm tong so' , TCVN 6187- l:2019 CFU/l00ml KPH <3
Ghi chti:
Gi6i han tji da cho phdp dtqc quy dinh theo QCI/N 0l - I :20t S/BYT lQuy chutin lg thuQt QuiSc gia ti chiit t*ng nxjc sach si dung cho mltc
dich slnh hoqt),
KP H: Kh6ng pkit hi6n, k& quA nhd h(rn gi6i han phit hiQn cia phuong phap,
LOD: Gidi hqn phdt hiQn cia phu<tng phtip,
( dc cht tiiu ddnh ddu ''t li chr tiiu dtntc c6ng nfu)n l5O IEC 17a25:2A 11.

Y.
Ths. Vn Thi C(c

L Cdc k6r qua lhLi nghlern gh' trong phii:u ne) chi co gid rn dd' vo' mau fii nghrenv Test results arc vahd for dre submitled sailple(s) only.
2. Kidng duqc trich den mot phdn phieu ket que $i nghigm nCu khdng co 5[ ddng i bdng van ban cia Truong Dqr hoc Y le cong cong/

lhe test report must not be roproduced wilhou.l the $rihen apploval ol HUPH.
l. Ten mdu. ten kiach hdnB duqc Bhifieo ydu ceu cua noi glri mdu/ Name ofsample(s) and cusromer are wriflen as cuslomer's requesl.
4. PhiCu ket qua nay duqc ldm thanh 02 ban: 01 bAn ra cho khrch he,n& 0l ban luu tai don vi thi' nghiem/Ihe test results are prioted in 02

documents; 01 document is given to custome! 0l document is stored at the testing organization.

KHOA KIEM NGHIEM
THUI PHAM - MOI TRUo.NG

Qunn ly ky thuat

Ths. Nluy6n Phuong Thoa

Hd NQi, ngay 17 thdng 04 ndm 2023
GIAMDOC

TRUNG TAM XfT NGHIEM
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HPL.BM.TT 18/OI Ldn ban hanh: 2 So6t xdt: 5/05.06.2021 Trang:
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BOYTE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TIiM XET NGHIEM
LABORATORY CENTER

Dia chi: 56 lA, dulng Dfr Thing, P. DOc Thing, Q. Bic Tir Li€m, HI NQi
Address: No.1.A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, HaNoi City

Phorc: (844) 62733370; Hotline: (+84) 968668198 Website: http;//labo.huph.edu.yr
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PHTEU KET QUA THU NGHIEM
TEST REPORT

S6/No: 0423.05-82
l.T€nmdl.rl Nane ofsample: Ddu ngu6n tgi nhd m6y nu6c s?ch TP Hung YOn

2. T€n khrich hdng/ Na te ofcusta ter: C0ng ty C6 phAn nu6c sqch Hung Y€n
3. Dia chi khrich hdngl Address of custo,aer; 56 3 tlu'ong T6 HiQu, Phu'dng LC Lqi, Thdnh ph6 Hung y0n, Tinh Hung Y0n,

Viet Nam
4.Mdtdmlul Description: Mdu alungtrong I chai I litritli6u kien thu'd'ng
5. Ngdy nh6n rniu/ Dote ofrecetuing: 05t0412023
6. Ngudi l6ylgrii mdu/ Satrple taking; Trin Thanh XuAn
7. Thdi gian thri ngli1ml Testing time: 0510412023 - 17104/2023

8. Kdt qud thri nghi€ml Test results:

TT T€n chi tiOu
Characleristic

Phuong ph6p thi'
Test melhod

Don vi
Unit

Ki6t qu6
Result

Gi6i han t6i da cho
phdp

Resulur limit
I Arsenic (As)(-) SMEWW 3l l3B:2017 mg/L <0,002 0,01

2. CIo du tu do(*)
sMEWW 4500 Cl

G..2017
mg/L o 15 0,2-t,0

3. DQ dus (') TCVN 6184- 1996 NTU 0.3 I 2

4. Mdu s6c Cdrn quan Kh6ng mdu Khdng mdu

5. Mni v! Cam quan Khdng c6 miri vi la Kh6ng c6 miri vi la
6. PH(-) TCVN 6492:2011 pH 7,5 6,0-8,s

7. E. colf-) TCVN 6187-1:2019 CFU/100m1 KPH <t

8. Coliform tdng s6{-) TCVN 6187-1:2019 CFU/100n1 KPH <3

Ghi clti:
Gidi hqn riji da cho phdp duqc quy dinh theo QCI'N 01-1:2a 18/BYT (Quy chudn @ thuQt Quiic gia i chrit lu,qng nu<rc sqch st dtlng cho myc
dich sinh hoqt),
KPH: Kh6ng phdt hiQn, k|t qth nhi hon gioi hsn phttt hiAn cia phrong phap,
LOD: Gioi han phit hiQn cia phwtng phdp,
Cac chi ti6u dd.nh ddu o ld c l1i fieu dltoc cing nhdn ISO/I EC I 7 02 5 : 20 I 7.

Hit NQ| ngoy 17 thdng 04 ndnt 2023
GIAMDOCKHOA KIEM NGHIEM

THUC PHAM - MOI TRUoNG
Quiin lf ki thuit

,n,Affir, TS. DAng Th6 Hung

l. Cdc k€t qud rht nghiem ghi Eong phGu na) chi co gra lrr d6i vor meu tht nghieny Tecr.results are valid for the submitled sample(s) only. I I --.--2. Khdng drJgc nich drn mor phrin phieu ker qua $u nghigm neu khong co s[ dong j bang van ban cda lrudng Dai hQc Y G cdng cong/--Ii,V-
The tesl repon musl nor be rsproduced $ilhoqt the $rinen appJoval ofHUPH

3. TCn meu. ten khach hanp, duQc ghr theo yeu cau cda noi Bii miu/ Name ofsample(5) and customer are wfltlen as customer's request.
The tesl repon musl nor be rsproduced $ilhout the $rinen appJoval o[HUPH
TCn_meu- ten khach hang duqc ghr theo yeu cau cda noi Bii miu/ Name ofsample(5) and customer are wfltlen as customer's request.
Phieu kCt qud nay duorc lam thanl 02 ban: 0l bdn trA cho khrch hang, 0l ban luu tai ilon vi dru nghiCm/Ihe test resuls are printed i4. Phi6u k6i qud nay auo,,c-tam inail OZ bin: 0l bdn trA ch6 khrch hang, O I ban liru ial don vi dru nghiCn/Ihe test resuls are printed rn 02
documents; 0l document is given to customerl 01 document is stored at the testing organization.

AM XET NGHIEM

HPL.BM.TT I8/01 Lin ban hirnh: 2 So6t xdt: 5/05-06.2021 Trang:
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TRUONG DAI HOC Y TE CONG CONG
TRUNG TAM XET NGHIEM

LABORATORY CENTER
Dla chi: 56 1A, aludng D'rc Thing, P. Dric Thing, Q. Bic Tt Li6m, HA NQi

Address: No.lA, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huoh.edu.r,n
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PHIEU KET QUA THTI NGHITM
TEST REPORT

S6/No: 0423.05-83
l.T€nnlu./ Nane of satnple: Mdu gifa ngu6n t4i s5 52E Trung Nh!, TP Hung YGn

2. T€n khrich hdng/ Na nrc ofcusto ler: Cdng ty C6 phAn nud'c sgch Hung YGn

3. Dia chi kh6ch hetg/ Address of custozer; Sii 3 tlud'ng T6 HiQu, Phudng L0 Lgi, ThAnh phd Hung ydn, Tinh Hung Y€n,
Viet Nam

4. Md ti miu/ Description: MAu dgng trong I chai I lit ri di6u kifn thut ng
5. Ngdy nhQn miu/ D ate ofrecetuing: O5lO4l2O23

6. NgLroi l6y/gni miu/ Sanple raking: Trin Thanh Xuin
7. Thdi gian thri nghiem/ Testing tim e: 0510412023 - l7 10112023

6. Ket qua tnu ngnrem/ lesl results:

TT TCn chi tiou
Chsraclerislic

Phuo ng phrip thii
Test me nd

Don v!
U,rit

Ki5t qu6
Result

Gidd hen t6i da cho
phep

Resulsr limit
I Arsenic (As)(-) SMEWW 3l l38:2017 mg/L <0,002 0,01

2. Clo dLr tu do(-)
sMEWW 4500 Cl

G:2011
mg/L 0,24 0,2-t,0

3. D0 duc (-) TCVN 6184-1996 NTU 0.28 2

4. Mdu sic Cam quan Kh6ng mdu Kh0ng mdu

5. Miri vi C6n quan Kh6ng c6 miri vi Ia Ki6ng c6 mr)i vi lA

6. pHc) TC\N 6492:201I pH 7,5 6,0-8,5
"7. E. coll-J TCVN 6187-1:2019 CFt.l/l00ml KPH <l
8. L OlrTorm tong so' ' TCVN 6187- I :2019 CFU/100m1 KPH <3

Ghichti:
G ioi han toi Ja cho phip ductc Ery dinh theo QCI N 0 t- L )018 ByT tQuy chuan kj' thudr Qu6c gia vi chd lwng nwtrc sach su dung cho muc
dich sinh ltoqt),
KPH: Kh6ng phdt hiQn, kiit qud nhd hnn gi6i han ph& hien cia phwtng phlip,
LOD: Gidi hqn phat hi1n cia phuong phdp,
(-ac chr riiu ddnh ddu t' IA ch uiu duec cong nldn lSO.lEC 17025:201-.

KHOA KIEM NGHIEM
rHUc PHAM - Mor TRUONG

Quiin lj, l(y thuet

Ths. Vii Th! Cric

HdNQi, ngay 17, thdng 04 ndm 2023
GIAMDOC

I. Cda [€l qua $n nghiem ghi rong phieu na] chi c6 gra tri d6i roi meu $i nghienr/ tesr.results are valid for the submined sample(s) only.
2 Ki6ng dugc trich den mol phan phieu ket qua rht nghiem neu khdng co su ddng ] bang \an ban cia TrudnB Dai hoc Y te c6ng cong/

The lelt reporl musr nol be reproduced withoql the wriflen apploval ofHUPH.
J Ten meu, ten kiach hang duqc ghr theo yeu cau cii noi gii mau/ Narne ofsample(s) and customer are *ritten as customer's requesf-
4. PhiCu ket qua ney duqc lem rhanh 02 ban: 01 ban tra cho kh6ch hang, 0l ban luu tai ilon vi rht nghien/The test results are printed in 02

documents; 0l documont is given to customer; 0l document is stored at th€ testing organization.

IIPL.BM.T"f l8/01 LAn ban hdnh: 2 Soat xdt: 5/05.06.2021 Trang:

p
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BOYTE

TRUONG DAI HOC Y TE CONC CONC
TRUNG TAM XET NGHIEM

LABORATORY CENTER
Dla chi: 56 lA, .Iu&ng Df'c Thing, P. Drtc Thing, Q. Bic Tt LiCm, HA NOi

Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phore:- (84-4) 62733370; Hotline: (+84) 968668 198 Website: htto://labo.huBh,eih.to
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PHrEU rnr quA rHrI NGHTpM
1.r€nmdutNaneof sompte:Mau.uiii'rgu6,r{EF^Tuf,,H"Pt8r#,4u,"orHungy€n

S6/No: 0423.05-84

2. Tdn kh6ch hdngl Name ofcustoruer: Cing ty Cb phin nu6'c sgch Hu.ng YOn
3. Dia chi khiich hdng/ Address of arstozer: Sii 3 itudng T6 HiQu, Phudng LC Lg,i, Thinh ph6 Hu.ng y€n, Tinh Hung Yon,

Viet Nam
4. M6 tdmlul Description: Mdu algng trong 1 chai I lit ti tlidu kiQn thudng
5. Ngdy nhQn ur6u/ Dqte of receiying: 05101/2023
6. Ngudi ldy,gui miw Souplc takingr Tr6n Thanh Xuin
7. Thoi gian thri nghiAnl Testing tine: 0510412023 - 1710412023

8. K€t qui tht nghi€ml Test results:

TT T6n chi ti€u
Characte stic

Phuong ph6p thi'
Tesl nrcthod

Do'n v!
Anit

K6t quii
Result

Gi6i h4n t6i da cho
phdp

Repular linrit
I Arsenic (As)(") SMEWW 31138:2017 mg/L 0,002 0,01

2. Clo du tu do(')
sMEWW 4500 Cl

G:2017
mg/L 0,29 0,2-1 ,0

D0 duc (') TCVN 6184-1996 NTU 0,3 2

4. Mdu sac Cam quan Kh6ng mdu Kh6ns mdu

5. Mni vi Cam quan Kh6ng c6 mr)i vi 14 Kh6ng c6 miri vi Ia
6. pHc) TC\N 6492:201I pH 6,0-8,5
'7. E. col{') TC\rN 6187- l:2019 CFU/100m1 KPH <1

8. LOlrlorm tong so' I TCVN 6187- l:2019 CFtJ/l00rnl KPH <3

Ghi chti:
Gidi han tdi da cho phip du'qc q y dinh theo QCVN 01-l:2018/B\T (Quy chudn lg thuQt QuiSc giai chtlt tuqng m.tic sqch sw dung cho mttc

KPH: Kh6ng phdt hiQn, kiit qua nh6 hon gidi hqn phdi hien cia phuong phdp,
IOD 

,Cioi 
h(tn p.hd,t.hia,n 

.c:ia 
phrcrng phdp.

( ac ch tiAu ddnh ddu t-' lir chr rtiu drqc cong tltdn ISO IEC 17025.201,.

Ths. Nguy6n Phuong Thoa

Hd NQi, ngay 17.thdng 01 ndm 2023
GIAMDOCKHOA KIEM NGHIPM

THUC PHAM - MOr TnUONC
Quen ly ky thuat

nl4

l. Cac kit qud Lhu n8hiem glitrong phi6u ne) chico g16 tn ddr \or miu thu nghrdm/ Test.results are ralid lor the cubmined cample{q, onl}
2. Khdng duqc tnch dan mol phan phreu ket qua lhu nghiem neu kldng co 5r.r ddng j bang van bAn cua Truong Dai hoc Y le cong cong/

The lest repo( mu5l not be reproduced wjlhout rhe *riflen apploval otHUPH.
3 . Ten. mdu. ten kliich hang d uqc gh i theo yCu ceu cda noi gui mAu/ Name of sample(s) and customer 6re written as customer's request.
4. Phieu kel qua nay duoc lam lhinh 02 bAn: 01 bAn tra cho khech hang, 01 ban luu tai don vi thl, nghiem/Ihe t€st results are print€d in 02

documents; 0 I document is given 10 customerl 0 I documert is stored at the testing organization.

TAM xf,T NGHIEM

HPL.BM.TT I8/OI Ldn ban hdnh: 2 Sorit xdt: 5/05.06.2021 Trang:
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ffi
BO Y TE s'tV;,.

rnuoNcpAI nbc yrp cONc ceNG rc
TRUNG TAu xET NGHIEM Z,i,,N'\S.

LABORATORY CENTER
Dia chi: 56 1A, drdng Dl?c Thing, P. Drit Tbing, Q. Bic Tt Li6m, Hn NOi

Address: No.lA, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, HaNoi Ciry
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.ur

ffi
lvus rootl

PHIEU KET QUA TIITI NGHIEM
TEST REPORT . SA/llio: 0423.05-85

l. T€n ndul Name of sauple: DAl ngudn t4i nhd m6y nufc s?ch Phirng Hung
2. TCn kh6ch hdng/ Name ofcustonTer: C6ng ty C6 phin nurlc s4ch Hung YGn

L Dia chi khAch hing Address ofcusrotuer:56 3 du'ong TO Hieu. Phuong LC LQ'i, ThAnh ph5 Hung y6n, Tinh Hung y6n,

ViQt Nam
4. M6 td miu/ Description: Mdu dg'ngtrong I chai t tit O Oidu kien thudng
5. Ngdy nh{n mdul Date ofreceiving: 0510412023

6. Ngudi l6ylgrii m6u/ Sample taking: TrAn Thanh Xudn
7. Thoi gian tht nghiQm/ Testing time: 0510412023 - 1110412023

8. Kiit qui thri nghi€m/ Test results:

TT T€n chi ti€u
Characlerislic

Phuo ng phdp thii'
Test metlrod

Don v!
Unit

rtlt qud
Result

Gi6i hAn tdi da cho

PheP
Resalar limit

I Arsenic (As)r') SMEWW 3 1 l38:2017 mg/L <0,002 0,01

2. Clo du tu do(-)
SMEWVi/ 4500 Cl

G:2017
mg/L 0,3 r 0,2-1,0

Llo duc' ' TCVN 6184-1996 NTU 0,21 2

4. Mdu sac Cam quan Khdng mdu Kh6ns mdu

5. Mni v! C6m quan Khdng c6 miri vi 14 Kh0ng c6 miri vi 14

6. pH(-) TC\IN 6492:2011 pH 7,5 6,0-8,5
'7. E. coll'J TCVN 6187- 1:2019 CFU/l00ml KPH <l
8. ( olrlorm tonp so' , TCVN 6187-l:2019 CFU/l00ml KPH <3

Ohi chti:
Gi6i hqn t6i da cho phdp dttqc quy dinh theo QCI N A t-l :2018/BYT (Quy chudn ki thudt Quiic gia vd chiit hr,qng nu.oc sqch si dltng cho muc
dich sinh hoqt),
K,PH: Kh6ng ph hi1n, hlt qud nhd hon gicti hqn phdt hi(n ci@ phu:ctng phdp,

lO.D: .G.i6y 
loy O.lfi.r,ltii.n .c.tia.phuong 

phdp.
Cicchi riiuddnhdduI'' ld cht r iiu dtrqc cong nltQn ISO IEC I2D5 20Iz.

KHOA KIEM NGHIEM
THrl. C PHAM - M6r rnUOlC

Quiin lf ki thuft

HdNQi, ngay 17. thdng 04 ndm 2023
GIAM DOC

Ths.ifguy6n Phu'o n g Thoa TS. Ddng Th6 Hung

Jr
l. Cdc kar qua $u nghlfm ghi trong phrdu ni5 chi co gia rri ddi voi mau fit nghienv fest resulls are valid for the submihed sample(sJ only.
2. Khdng duqc rnch dan mol phia.n phieu ket qua thu nghi+m nCu khdng co su ddng i bInB van ban cia frudng Dai hac Y le c6ne cong/

The tesr repon musr not be reproduced \^ilhout the wriflen appJoralofHLPH.
3. Tdn_ m6u, Gn khech hatlg duqc ghi theo yeu cau cr]d noi gti mar/ Name ofsample(s) and customer arc wntten as customer's request.
4. Phi6u k€r qua nay duqc lam thanh 02 ban: 0l ban trd cho khach hang, 0l ban luu tai don vi rhu nghiCrn/The test results are printed in 02

documents;01 document is giyen lo customer: 0l document is stored al lhe terting organizalion.

HPL.BM.TT I8/01 Lin ban hdnh: 2 Sorit xdt: 5/05.06.2021 Trang:



ffiffi
BOYTE

TRUONG DAr Hgc Y TE c0Nc cO. Nc
TRUNG TAM XET NGHIEM

LABORATORY CENTER
Dla chi: 56 lA, ttutng Eri,c Thing, P. Drirc Thing, Q. Bic Tir LiCm, He NOi

Ad&ess: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: htto://labo.huph.edu.vn

..r'!'l '1l',/,,

-{:\Y/-..1',.ffi{
'r'2,,7\\-\::z ,, /\ ...:.

,da-dEto^

W
fvtlAs roonl

PHIEU XTT QUA THU NGHIEM
TEST REPORT

SdtNo: 0423.05-86
1, -l€n ndul Name of satnple: Giira ngu6n t4i nhi m6u girio th6n Kim Quan
2. TCn khiich hdng/,Vame ofcustomer: C6ng ty Cd phdn nudc sAch Hung YCn
3. Dia chi kh6ch hdr! Adclress of custoner; 36 3 ilud'ng T0 HiQu, Phudng L€ Lg'i, Thnnh ph6 Hung yOn, Tinh Hung YOn,

Viet Nam
4.M6tAmdul Description: Mdu algng trong I chai t lit d diau kien thu'dng
5. Ngdy nh{n m6u/ D ate ofreceit'ing: 0510412023

6. Ngudi ldl,gni mdul Sctntple taking: TrAn Thanh XuAn

7. Thdi gian tht nghiQm/ Testing tine: 0510412023 - 17104/2023

8. K6t qua thri nghiern/ Test results:

TT
No

Ten chi tiCu
Charucteislic

Phuong ph6p tht
Test nE rod

Do'n v!
Anil

Ki5t qun
Result

Gi6i h?n t6i tla cho
phdp

Resulsr limil
I Arsenic (As)(*) SMEWW 31138:2017 mg/L KPH (LOD=0,0006) 0,01

2. Clo du tu do(')
sMEWW 4500 Cl

G:2017
mg/L 0.32 0,2-1,0

3. DQ dus i") TCVN 6184-1996 NTU n) 2

4. Mdu sic Cam quan Kh6ng mdu Khdng mdu

5. Mni vi Cam quan Kh6ng c6 miri vi l4 Kh6ns c6 miri vi la

6. PHo) TCVN 6492:201 1 pH 7,5 6,0-8,5

7. E. colf') TCVN 6187-l:2019 CFU/100m1 KPH <l
8. Colrtorm tong so' ' TCVN 6187- I :2019 CFU/100m1 KPH <3

Chi chti:
Gi6i hqn t;i da cho phdp dugc quy dinh theo QCI n' a l- I :2018/Bl T lQuy chudn lg thuQr Qude gta i chtit lupng nrdc sqch su dttng cho muc
dicl't sinh hoqt),
KPH: KhAlg phdt hien, lit qud nhd hon gi6i han phttt hi6n ctia phttong phdp,
LOD: Gibi hqn plfir ltiin aia phuong phdp.
( oc ch t t iiu danh ddu " h cht tiitt dttuc cottg nhqn ISO'lEC l 7D5 : 20 1 2.

KHOA KIEM NGHIEM
THUC PHAM - Mor rRUO-NC

Qunn ly ky thuat

HdNQ| ngay 17, thdng 04 ndm 2023
GIAMDOC

Ths. Vi Th! Cric

I Cec kat qua thu nghigm ghi rrong phr6u nay chi c6 gietrid6i vdi mau tht nghieJn/ Test results are valid for the submitted sample(s) only.
2. Kldng dlrgc rrich dan mot phan phieu ket qua thi, nghiem neu kh6ng c6 sU d6ng y bing vin ban cia Truong DEi hoc Y tC c6ng cong

The tesl repon musl nol be reproduced urthout tlte wrinen apptolal ofHUPH.
L Tdn m6u, Gn khdch hang duqc ghi theo yCu cau cid ooi grii maly' Name ofsample(s) and customer are witten as customer's requesl
4. PhiCu k6t qua nay duqc lam rhbh 02 ban: 0l ban tra cho kh6ch hang, 0l ban luu tai don vi rhir nghien/The test results are printed in 02

doc umenls: 0 I documen t rs gi \ en lo customer: 0 I document is stored al the le5l ing orPan iTation.

-y6n Phuong Thoa TS. DAng Th6 Hurg

HPL.BM.TT I8/OI Ldn ban bdnh: 2 SoAt xdt: 5/05.06.2021 Trang:



ffiffi
BOYTE

TRUoNG DAr Hec Y TE c0Nc cO. Nc
TRUNG TAM XET NGHIEM

LABORATORY CENTER
Dia chl: 56 lA, .Iudng Dl1c Thing, P. Drirc Thing, Q. Bic Tir LiOm, Hn NOi

Address: No. I A, Duc Thang Sheet, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: htto:/flabo.huph.edu.vn

slV;'zKzriiffi\s ffi
lvtras rootl

PHIEU KET QUA THU NGHIEM
TEST REPORT

S6/No: 0423.05-87
1.T€n mdn/ Naue of sanple: Cu6i ngudn t4iDinh ling th6n Ti6u Quan
2. TCn khrich hdng/ Nante ofcustomer: C6ng ty C6 phdn nu 6c s4ch Hung YOn
3. Dia chi khdch han gl Address ofcustoiler: 56 3 iludng T6 Hifu, Phu.dng L6 LQ'i, Thinh ph6 Hung y6n, Tinh Hu.ng Yen,

Vi6t Nam
4. Mi td rodt/ Description: Miu alu. ng trong I chai I lit d alidu kifn thud ng
5. Ngdy nh6n mdu/ Dqte ofreceiving: 05/0112023
6. Nguoi l6y/grii m6u/ Sanple taking: Trin Thanh Xuin
7, Thdi gian thir nghtlml Testing time: 05/0412023 - 1710412023

8. KCt qua thri nghieml Test resuhs:

TT TCn chi ti6u
Charucleistic

Phuo'ng phdp thiif
Test n elhod

Don v!
Unil

K€t qua
Result

Girli hgn t6i da cho
ph6p

Resular limit
i Arsenic (As)(-) SMEWW 31138:2017 1lt9/L KPH (LOD:0,0006) 0,01

2. Clo du tu do(-)
SMEV/W 45OO CI

G:2017
mC/L 0,36 0,2-1,0

D0 duc (-) TCVN 6184-1996 NTU 0,2t 2

4. Mdu sic Cdm quan Khdng mdu Khdng mdu

5. Mni vi C6n quan Khdng c6 mtri vi l4 Khdng c6 mii vi la

6. pH(l TCVN 6492:2011 pH 7,5 6,0-8,s

7. E. colf.) TCVN 6187-1:2019 CFU/l00ml KPH <l
8. Coliform t6ng s6{') TCVN 6187-1:2019 CFU/l00ml KPH <3

Ghi chti:
Gidi hqn tiji da cho phdp ducr. c quy dinh theo QCI/N 0l -l :2018/BfT (Quy chudn lg thudt Qui5c gia ti chtit lvqng nuttc sqch su dttng cho muc
dlch sinh hoqt),
KP H: Kh6ng phh hiQn, k6t Efi nh6 hon gidi hsn phat hiAn ctia phtrong phap,
LOD: Gioi hqn phdr ltiia a@ phudng phdp.
Coc cht tiiu ddnh dau /" h chi tieu d clc cdng hhan ISO IEC t"025:201t.

q!,:

KHOA KIEM NGHIEM
THUC PHAM - MOI TRIJo.NG

QuAn lf ki thuit

HdNQi, ngay 17. thling 04 ndm 2023
GIAM DOC

Ths. Nguy€n Phuong Thoa

,--/
t . Cac ldr qua rtt ngh iem ghi nong phieu nii) chr co gia rri doi voi mau thu nghien/ Test. resulls are \ alrd lbr lhe submrtled sample(s, onlt'JL'
2. l\hdne drrAc lrich dan mar phan phiCu k6t qua thu ngh'ern neu kidng co sll ddng i bang van ban cia Truong Dai h9c Y te cong cong/

lhe lest reporl nrust not be reproduced wilhout the wrrtlen applo!al ofHUPH.
J. len mdu, t6n kldch hang duqc ghi fico ydu cau cua noi g ,i meu/ \ame ofsamp,e(s) and customer are \ riflen as customer's request.
4. Phi6u kel qud nry duoclam rha,nh 02 bdn: 0l ban ra cho khdch haLng. 0l ben luu tai don vt fii nghien/The lest results are prinled in 02

document5: 0 I docu ment is gi! en lo customer: 0 I documm t is qtored at dre le\t Ing organ i/at ion

TAM XET NGHIEM

Ths. Vi Th! Cric

IIPL.BM.TT I8/OI Lin ban hdnh: 2 Sorit xdt: 5/05.06.2021 Trang;


